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CHAPTER 301
STATE BUILDING CODE—GENERAL PROVISIONS

[Prior to 12/21/05, see rules 661—16.1(103A) to 661—16.500(103A)]
IAC 12/21/05

661—301.1(103A)  Scope and applicability.  The provisions of this chapter apply generally to build-
ings and facilities owned by the state of Iowa and to buildings and facilities in local jurisdictions which
have adopted the state building code by local ordinance in accordance with the provisions of Iowa
Code section 103A.12.

661—301.2(103A)  Definitions.  The following definitions apply to 661—Chapters 300, 301, 302,
and 303.

“Board of appeals” means the local board of appeals as created by local ordinance.
“Board of review” or “board” means the state building code board of review created by Iowa Code

section 103A.15.  The three members of the board of review are appointed by the building code com-
missioner from among the membership of the building code advisory council.

“Building”  means a combination of materials, whether portable or fixed, to form a structure afford-
ing facilities or shelter for persons, animals or property.  The word “building” includes any part of a
building unless the context clearly requires a different meaning.  This definition does not apply to
661—Chapter 302.

“Building code advisory council” or “council” means the seven-member council appointed by the
governor, pursuant to Iowa Code section 103A.14, to advise and confer with the commissioner on mat-
ters relating to the state building code and to approve provisions of the state building code adopted by
the commissioner.

“Building component” means any part, subsystem, subassembly, or other system designed for use
in, or as a part of, a structure, including but not limited to:  structural, electrical, mechanical, fire protec-
tion, or plumbing systems, and including such variations thereof as are specifically permitted by regu-
lation, and which variations are submitted as part of the building system or amendment thereof.

“Building department” means an agency of any governmental subdivision charged with the admin-
istration, supervision, or enforcement of building regulations, prescribed or required by state or local
building regulations.

“Building system” means plans, specifications and documentation for a system of manufactured
factory-built structures or buildings or for a type or a system of building components, including but not
limited to:  structural, electrical, mechanical, fire protection, or plumbing systems, and including such
variations thereof as are specifically permitted by regulation, and which variations are submitted as
part of the building system or amendment thereof.

“Commissioner” means the state building code commissioner appointed by the commissioner of
public safety pursuant to Iowa Code section 103A.4.

“Construction” means the construction, erection, reconstruction, alteration, conversion, repair,
equipping of buildings, structures or facilities, and requirements or standards relating to or affecting
materials used in connection therewith, including provisions for safety and sanitary conditions.

“Enforcement authority” means any state agency or political subdivision of the state that has the
authority to enforce the state building code.

“Equipment” means plumbing, heating, electrical, ventilating, conditioning, refrigeration equip-
ment, and other mechanical facilities or installations.

“Governmental subdivision” means any state, city, town, county or combination thereof.
“Label” means an approved device affixed to a factory- built structure or building, or building com-

ponent, by an approved agency, evidencing code compliance.
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“Listing agency” means an agency approved by the commissioner which is in the business of listing
or labeling and which maintains a periodic inspection program on current production of listed models,
and which makes available timely reports of such listing including specific information verifying that
the product has been tested to approved standards and found acceptable for use in a specified manner.

“Structure” means that which is built or constructed, an edifice or building of any kind, or any piece
of work artificially built up or composed of parts joined together in some definite manner except trans-
mission and distribution equipment of public utilities.  The word “structure” includes any part of a
structure unless the context clearly requires a different meaning.

661—301.3(103A)  General provisions.  The provisions of the International Building Code, 2003
edition, published by the International Code Council, 5203 Leesburg Pike, Suite 600, Falls Church, VA
22041, are hereby adopted by reference as the general requirements for building construction, with the
following amendments:

Delete sections 101 through 115 except for sections 106.1 and 106.1.1.
Add the following new section 1100:
Any building or facility which is in compliance with the applicable requirements of 661—Chapter

302 shall be deemed to be in compliance with any applicable requirements contained in the Interna-
tional Building Code concerning accessibility for persons with disabilities.

Delete chapter 29.
Amend section 3401.3 by deleting “International Private Sewage Disposal Code” and inserting in

lieu thereof “567 Iowa Administrative Code Chapter 69.”
Delete appendices A through J.
Delete all references to the “International Plumbing Code” and insert in lieu thereof “state plumbing

code.”
Delete all references to the “ICC Electrical Code” and insert in lieu thereof “National Electrical

Code, 2005 edition.”
301.3(1) Hospitals and health care facilities.
a. A hospital, as defined in rule 661—205.1(100), that is required to meet the provisions of the

state building code shall be deemed to be in compliance with the fire safety requirements of the state
building code if the hospital is in compliance with the provisions of rule 661—205.5(100).  In any other
case in which an applicable requirement of the Life Safety Code, 2000 edition, is inconsistent with an
applicable requirement of the state building code, the hospital shall be deemed to be in compliance with
the state building code requirement if the Life Safety Code requirement is met.

b. A nursing facility or hospice, as defined in rule 661—205.1(100), that is required to meet the
provisions of the state building code shall be deemed to be in compliance with the fire safety require-
ments of the state building code if the nursing facility or hospice is in compliance with the provisions of
rule 661—205.10(100).  In any other case in which an applicable requirement of the Life Safety Code,
2000 edition, is inconsistent with an applicable requirement of the state building code, the nursing fa-
cility or hospice shall be deemed to be in compliance with the state building code requirement if the
Life Safety Code requirement is met.

c. An intermediate care facility for the mentally retarded, as defined in rule 661—205.1(100), or
intermediate care facility for persons with mental illness that is required to meet the provisions of the
state building code shall be deemed to be in compliance with the fire safety requirements of the state
building code if the intermediate care facility is in compliance with the provisions of rule
661—205.15(100).  In any other case in which an applicable requirement of the Life Safety Code, 2000
edition, is inconsistent with an applicable requirement of the state building code, the intermediate care
facility shall be deemed to be in compliance with the state building code requirement if the Life Safety
Code requirement is met.
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d. An ambulatory health care facility, as defined in rule 661—205.1(100), that is required to meet
the provisions of the state building code shall be deemed to be in compliance with the fire safety re-
quirements of the state building code if the ambulatory health care facility is in compliance with the
provisions of rule 661—205.20(100).  In any other case in which an applicable requirement of the Life
Safety Code, 2000 edition, is inconsistent with an applicable requirement of the state building code, the
ambulatory health care facility shall be deemed to be in compliance with the state building code re-
quirement if the Life Safety Code requirement is met.

e. A religious nonmedical health care institution that is required to meet the provisions of the
state building code shall be deemed to be in compliance with the provisions of the state building code if
the institution is in compliance with the provisions of rule 661—205.25(100).  In any other case in
which an applicable requirement of the Life Safety Code, 2000 edition, is inconsistent with an applica-
ble requirement of the state building code, the religious nonmedical health care institution shall be
deemed to be in compliance with the state building code requirement if the Life Safety Code require-
ment is met.

301.3(2) Reserved.

661—301.4(103A)  Mechanical requirements.  The provisions of the International Mechanical
Code, 2003 edition, published by the International Code Council, 5203 Leesburg Pike, Suite 600, Falls
Church, VA 22041, are hereby adopted by reference as the requirements for the design, installation,
maintenance, alteration, and inspection of mechanical systems that are permanently installed and uti-
lized to provide control of environmental conditions and related processes within buildings, with the
following amendments:

Delete chapter 1.
Delete section 403 and insert in lieu thereof the following new section:

SECTION 403
MECHANICAL VENTILATION

Mechanical ventilation systems shall be designed in accordance with the provisions of ASHRAE
Standard 62.1-2004, “Ventilation for Acceptable Indoor Air Quality,” published by the American So-
ciety of Heating, Refrigerating and Air-Conditioning Engineers, 1791 Tullie Circle, N.E., Atlanta, GA
30329.

Delete appendices A and B.
Delete all references to the “International Plumbing Code” and insert in lieu thereof “state plumbing

code.”
Delete all references to the “ICC Electrical Code” and insert in lieu thereof “National Electrical

Code, 2005 edition.”

661—301.5(103A)  Electrical requirements.  The provisions of the National Electrical Code, 2005
edition, published by the National Fire Protection Association, 1 Batterymarch Park, Quincy, MA
02169-7471, are hereby adopted by reference as the requirements for electrical installations, with the
following amendments:

Delete appendices A through G.
Delete all references to the “International Plumbing Code” and insert in lieu thereof “state plumbing

code.”
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661—301.6(103A)  Plumbing requirements.  Provisions of the state plumbing code, 641—Chapter
25, adopted by the Iowa department of public health pursuant to Iowa Code chapter 135, apply to
plumbing installations in cities or which are connected to municipal water systems or municipal waste-
water treatment systems.

Private sewage disposal systems shall comply with 567—Chapter 69.
301.6(1) Plumbing installations which are not subject to the state plumbing code, 641—Chapter

25, and which are in buildings or facilities subject to the state building code may comply either with the
state plumbing code or with the International Plumbing Code, 2003 edition, published by the Interna-
tional Code Council, 5203 Leesburg Pike, Suite 600, Falls Church, VA 22041, except that any assem-
bly occupancy, restaurant, pub or lounge constructed on or after January 1, 1991, shall comply with the
provisions of subrule 301.6(2) regarding the provision of minimum plumbing facilities.

301.6(2) Places of public assembly, restaurants, pubs and lounges constructed on or after January
1, 1991, shall provide at least the numbers of plumbing facilities required in the Uniform Plumbing
Code, 2000 edition, Table 4-1, published by the International Association of Plumbing and Mechanical
Officials, 5001 E.  Philadelphia St., Ontario, CA 91761.  Additions to, or adding seating capacity in,
these types of occupancies shall require the installation of additional fixtures based upon the added
number of occupants unless it can be shown that the existing facilities comply for the total number of
occupants including the additional occupants.

All water closets installed pursuant to this subrule shall be water-efficient water closets complying
with requirements of the U.S. Department of Energy.

This subrule is intended to implement Iowa Code section 104B.1.
301.6(3) Fuel gas piping shall comply with the requirements established in 661—Chapter 51.

661—301.7(103A)  Existing buildings.
301.7(1) Definition.  “Existing building” means a building erected prior to April 1, 2006, or for

which plans have received approval from the building code bureau of the fire marshal division of the
department of public safety prior to April 1, 2006.

301.7(2) Adoption.  The provisions of the International Existing Building Code, 2003 edition, pub-
lished by the International Code Council, 5203 Leesburg Pike, Suite 600, Falls Church, VA 22041, are
hereby adopted by reference as the requirements for repair, alteration, change of occupancy, addition,
and relocation of existing buildings, with the following amendments:

Delete chapter 1.
Delete appendix A, chapters A1 through A5, and appendix B.
Delete resource A.
Delete all references to the “International Plumbing Code” and insert in lieu thereof “state plumbing

code.”
Delete all references to the “ICC Electrical Code” and insert in lieu thereof “National Electrical

Code, 2005 edition.”
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661—301.8(103A)  Residential construction requirements.  The provisions of the International
Residential Code, 2003 edition, published by the International Code Council, 5203 Leesburg Pike,
Suite 600, Falls Church, VA 22041, are hereby adopted by reference as the requirements for construc-
tion, alteration, movement, enlargement, replacement, repair, equipment, use and occupancy, location,
removal, and demolition of detached one- and two-family dwellings and multiple single-family dwell-
ings (townhouses) not more than three stories in height with a separate means of egress and their acces-
sory structures, with the following amendments:

Delete chapters 1 and 11.
Delete all references to the “International Plumbing Code” and insert in lieu thereof “state plumbing

code.”
Amend section R323.1.6 by striking the words “Chapter 3 of the International Private Sewage Dis-

posal Code” and inserting in lieu thereof “567 Iowa Administrative Code Chapter 69.”
Add the following new sections:
P2500.  Chapter 25 shall not apply to construction of a residence if the residence is within the bound-

aries of an incorporated municipality or if the plumbing in the residence is connected to a municipal
water system or a municipal wastewater treatment system.

P2600.  Chapter 26 shall not apply to construction of a residence if the residence is within the bound-
aries of an incorporated municipality or if the plumbing in the residence is connected to a municipal
water system or a municipal wastewater treatment system.

P2700.  Chapter 27 shall not apply to construction of a residence if the residence is within the bound-
aries of an incorporated municipality or if the plumbing in the residence is connected to a municipal
water system or a municipal wastewater treatment system.

P2800.  Chapter 28 shall not apply to construction of a residence if the residence is within the bound-
aries of an incorporated municipality or if the plumbing in the residence is connected to a municipal
water system or a municipal wastewater treatment system.

P2900.  Chapter 29 shall not apply to construction of a residence if the residence is within the bound-
aries of an incorporated municipality or if the plumbing in the residence is connected to a municipal
water system or a municipal wastewater treatment system.

P3000.  Chapter 30 shall not apply to construction of a residence if the residence is within the bound-
aries of an incorporated municipality or if the plumbing in the residence is connected to a municipal
water system or a municipal wastewater treatment system.

P3100.  Chapter 31 shall not apply to construction of a residence if the residence is within the bound-
aries of an incorporated municipality or if the plumbing in the residence is connected to a municipal
water system or a municipal wastewater treatment system.

P3200.  Chapter 32 shall not apply to construction of a residence if the residence is within the bound-
aries of an incorporated municipality or if the plumbing in the residence is connected to a municipal
water system or a municipal wastewater treatment system.

EXCEPTION:  A structure which is subject to this rule and which is an “existing building” as defined in
subrule 301.7(1) shall be deemed to be in compliance with this rule if the structure meets the applicable
provisions of the International Existing Building Code, 2003 edition, published by the International
Code Council, 5203 Leesburg Pike, Suite 600, Falls Church, VA 22041.

These rules are intended to implement Iowa Code chapter 103A.
[Filed 12/2/05, Notice 9/14/05—published 12/21/05, effective 4/1/06]

IAC 12/21/05


